TUVNORD

CERTIFICATE / SERTIFIKA

Fire Test Of Ball Valves / Kiiresel Vana Yangin Testi

Certificate No.: 21852006-2016/001

Name and address of bearer/ YAKACIK VALF AS. .
Manufacturer: IST.D.O_.S.B. Tabak sk. No:4 N7-2 Ozel Parsel 34956
Tuzla / Istanbul / TURKIYE
User “ Kullanici® . General / Genel
Manufact. Project No. . Fire Test for DN 150 (6”) 600 #,
imalatgi Proje No : DN 150 (6”) 600# Kiresel vana yangin testi
Manufacturer year . 2016
Imalat Yil
Related test standart 1 1SO 10497
Test Standardi :

DN 50 and DN 150 (2” and 6”) PN 16 ball valves has been fire tested according to standart ISO 10497 under witness of
TUV Teknik Kontrol ve Belgelendirme A.S Inspector in YAKACIK VALVE Factory for general using purpose. It was
observed that, test results met the requirements of above standards and related Fire Test Report of valves have been
reviewed by TUV Inspector. TUV Inspector prepared and issued this certificate due to client request.

DN 50 ve DN 150 (2” ve 6”) PN 16 kuresel vanalar ISO 10497 standartlarina uygun olarak TUV Teknik Kontrol ve
Belgelendirme A.S inspektdrii nezaretinde yangin testlerine tabi tutulmusglardir. Test sonuglarinin standart gerekliliklerini
sagladigt goriimiis ve ilgili vanalara ait Yangin Testi Raporu incelenmistir. Firma talebi dogrultusunda bu sertifika
duzenlenerek firmaya sunulmusgtur.

Test Date  “Test Tarihi” : 04.04.2016

Test Place “Test Yeri” : TUZLA / ISTANBUL- TURKEY

Qualification Range : DN 50 (2”) to DN 300 (12”) with the pressure classes PN 16 and PN 25
Kalifikasyon Araligi : DN 50 (2”) ile DN 300 (12”) arasi ¢aplar, PN 16 ve PN 25 basing siniflar
Annex “Ekler” . Test Reports “Test Raporlar”

Test Result : Satisfactory

Test Sonucu - Uygun bulunmustur.

inspected by “Denetiendi” . Serkan Kayacik

Istanbul , Issue Date: 27.05.2016

F-854 ROO TUV Teknik Kontrol ve Belgelendirme A.S.
Gayrettepe Mah. Pazar sok. Bareli Is Merkezi No2-4 Kat 4, 34349 Besiktas, Istanbul
Tel. : 0212 293 26 42 Fax: 0 212 293 38 44 E-mail: tuv-nord@tuv-turkey.com http: www.tuv-turkey.com
istanbul Ticaret Sicil No: 321612 Mersis No: 0-7350-0000-2500013 Mecidiyekdy V.D. 735 000 0025



CERTIFICATE / SERTIFIKA st Senvice

Fire test on PN 40 (300 #) and DN 65 (2 % ”) KURESEL Valve
PN 40 (300 #), DN 65 (2 % ”) KURESEL Vana Yangin Testi

User “ Kullanicr . General / Genel

Project No. “ Proje No* : 13-B-00286/03

Manufacturer : YAKACIK VALF SAN. ve TIC. AS. Cumhuriyet mah. Abdi
Imalatgi ipekci Cad. No:2 34876 Yakacik / Kartal / istanbul / TURKIYE

Manufact. 'project no. : OE.21082013-3
Imalatgi Proje no :

Manufacturer year . 2014

Imalat Yili

Drawings No. . Inthe related YAKACIK drawing No: YBF.75.65.00
Resim No. : YAKACIK ilgili Resim No: YBF.75.65.00

Max working pres. : 40 Bar (PN 40 (300#%))

Max. Calisma Basinci

Related test standart : API6FA:2008 and ISO 10497:2010
Test Standardi :

Valve which has properties PN 40 (300 #) and DN 65 (2 % ") Ball Valve has been Fire
tested According to related standarts API 6FA and ISO 10497 under observation of TUV
SUD Inspector in the YAKACIK Factory for general using purpose. After the satisfactory
results related Fire Test report of valve has been approved by TUV Inspector.

TUV SUD. Inspector prepared and approved this certificate Due to Client request.

DN 65 (2 % ) élgiisiinde, PN 40 ( 300 # ) basing sinifindaki Kuresel Vana APl 6FA ve

ISO 10497 standartlarinin sartlarina gére Yangin testine tabi tutulmustur. Yangin Testlerine
TUV SUD personeli nezaret ederek Test sonucu olumlu bulunan ilgili vanaya ait Yangin
testi Raporunu (QA-21082013-003) onaylamis ve firma talebi dogrultusunda bu Sertifika

-
<
=
s
foem
s
[N
()
*
o
=
<<
]
-
-
(o=
[
=
*
S
<<
=
=
©
—
[
o
g
(&)
\ 4
o
=

.||_.IT_E|| dizenlenerek kullanima sunulmustur.
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L= Test Date  “Test Tarihi” : 17.02.2014

L 2 Test Place “Test Yer© . Yakacik/ Kartal / Istanbul / TURKIYE

I'|I_J Qualification Range :DN65 (2% "), DN 80 (3”), DN 100 (4”); DN 125 (5"),
<T Kalifikasyon orani : PN 40 (300#), PN 63 (400#), PN 100/ (600#),

E Anex “Ekler’ - Nine page Test Reports “9 sayfg/Test rapor
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|: Test Result : Satisfactory

o Test Sonucu - Uygun bulunmustur.

m .

o Place / yer Date / tarih

L

. Istanbul-TURKEY 26.02.2014

<

= /

— ; Mitglied der

_ : CONFEDERATION EUROPEEN
o TUV SUD / Tiirkiye Tel.: (+90) 212 347 98 10

LL Yildiz Posta Cad. No.17 Kat:5 Fax:(+90) 212 347 98 11 ®

N TR-34394 Esentepe / Istanbul / TURKIYE  e-mail: info@tuv-sud.com.tr TUV D'ORGANISMES DE CONTROLE
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